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§ 63.1030 Pressure relief devices in gas
and vapor service standards.

(a) Compliance schedule. The owner or
operator shall comply with this section
no later than the compliance dates
specified in the referencing subpart.

(b) Compliance standard. Except dur-
ing pressure releases as provided for in
paragraph (c) of this section, or as oth-
erwise specified in §§ 63.1036, 63.1037, or
paragraphs (d) and (e) of this section,
each pressure relief device in gas and
vapor service shall be operated with an
instrument reading of less than 500
parts per million as measured by the
method specified in § 63.1023(b) and, as
applicable, § 63.1023(c).

(c) Pressure relief requirements. (1)
After each pressure release, the pres-
sure relief device shall be returned to a
condition indicated by an instrument
reading of less than 500 parts per mil-
lion, as soon as practical, but no later
than 5 calendar days after each pres-
sure release, except as provided in
§ 63.1024(d).

(2) The pressure relief device shall be
monitored no later than five calendar
days after the pressure to confirm the
condition indicated by an instrument
reading of less than 500 parts per mil-
lion above background, as measured by
the method specified in § 63.1023(b) and,
as applicable, § 63.1023(c).

(3) The owner or operator shall
record the dates and results of the
monitoring required by paragraph (c)(2)
of this section following a pressure re-
lease including the background level
measured and the maximum instru-
ment reading measured during the
monitoring.

(d) Pressure relief devices routed to a
process or fuel gas system or equipped
with a closed vent system and control de-
vice. Any pressure relief device that is
routed to a process or fuel gas system
or equipped with a closed vent system
capable of capturing and transporting
leakage from the pressure relief device
to a control device meeting the re-
quirements of § 63.1034 is exempt from
the requirements of paragraphs (b) and
(c) of this section.

(e) Rupture disk exemption. Any pres-
sure relief device that is equipped with
a rupture disk upstream of the pressure
relief device is exempt from the re-
quirements of paragraphs (b) and (c) of

this section provided the owner or op-
erator installs a replacement rupture
disk upstream of the pressure relief de-
vice as soon as practical after each
pressure release but no later than 5 cal-
endar days after each pressure release,
except as provided in § 63.1024(d).

§ 63.1031 Compressors standards.

(a) Compliance schedule. The owner or
operator shall comply with this section
no later than the compliance dates
specified in the referencing subpart.

(b) Seal system standard. Each com-
pressor shall be equipped with a seal
system that includes a barrier fluid
system and that prevents leakage of
process fluid to the atmosphere, except
as provided in §§ 63.1021(b), 63.1036,
63.1037, and paragraphs (e) and (f) of
this section. Each compressor seal sys-
tem shall meet the applicable require-
ments specified in paragraph (b)(1),
(b)(2), or (b)(3) of this section.

(1) Operated with the barrier fluid at
a pressure that is greater than the
compressor stuffing box pressure at all
times (except during periods of startup,
shutdown, or malfunction); or

(2) Equipped with a barrier fluid sys-
tem degassing reservoir that is routed
to a process or fuel gas system or con-
nected by a closed-vent system to a
control device that meets the require-
ments of either § 63.1034 or § 63.1021(b);
or

(3) Equipped with a closed-loop sys-
tem that purges the barrier fluid di-
rectly into a process stream.

(c) Barrier fluid system. The barrier
fluid shall not be in light liquid serv-
ice. Each barrier fluid system shall be
equipped with a sensor that will detect
failure of the seal system, barrier fluid
system, or both. Each sensor shall be
observed daily or shall be equipped
with an alarm unless the compressor is
located within the boundary of an un-
manned plant site.

(d) Failure criterion and leak detection.
(1) The owner or operator shall deter-
mine, based on design considerations
and operating experience, a criterion
that indicates failure of the seal sys-
tem, the barrier fluid system, or both.
If the sensor indicates failure of the
seal system, the barrier fluid system,
or both based on the criterion, a leak is
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